WHAT TO EXPECT DURING
AN INSPECTION

/!

MISSISSIPPI DEPARTMENT OF

ENVIRONMENTAL QUALITY
Underground Storage Tank Branch



UST INSPECTIONS
Conduct approx 1,000 inspections/yr

55% of inspections result in enforcement
actions

Assess approx $250,000 in civil penalties
each year




EXPECTATION 1

Letter notifying you of the inspection which
Includes:

* Date
*Time
* |nspector

* Phone number to contact if re-scheduling
IS required

* List of all records that need to be present







EXPECTATION 3 - DISPENSERS TO BE OPENED




SHEAR VALVES ANCHORED, SHUT, AND MOUNTING BRACKET OK?




SHEAR VALVE NOT ANCHORED




FLEX CONNECTORS OK?




PIPING ELONGATION
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Fuel in spill bucket




SPILL BUCKET INTEGRITY
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Check for splits or tears




EXPECTATION 5 - CHECK OVERFILL PREVENTION

Determine

depthitis
set
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VERIFY EXISTING OVERFILL DEVICE




EXPECTATION 6 - OPEN ALL MANWAYS
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PROBLEMS IN SUMPS?




NO CATHODIC PROTECTION







RECTIFIER ON, WORKING AND ACCESS TQ PIPING

VARNING
ACCESS SHOULD BE
LIMITED TO QUALIFIED
PERSONNEL . HIGH
VOLTAGES ARE PRESENT
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RECTIFIER NOT OPERATING PROPER

COARSE

NEGATIVE
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Cathodic protection
working?







RECORDS SHOULD INCLUDE:

* 12 months leak detection records for piping
12 months leak detection records for tanks

* Annual testing records (usually include:)
* Shear valve check
* Automatic line leak detector test
* Spill bucket test
* Overfill device inspection

« Cathodic protection 3 year test for tanks, pipes, and terminations
« 60 Day rectifier log (if applicable)

* Recent repair records




COMMON PAPERWORK ISSUES

Missing and misplaced records
Records are not easily accessible

ALARM HISTORY REPORT

o SENSOR ALARM ——-—-
| L 2:PREM SUBPUMP

Issues documenting a fail are not | i

NOV 16, 2014 2:52 PM
fixed FUEL ALARM

OCT 13. 2014 7:53 AM

Registration of tanks / piping with

MDEQ commonly is not what is
actually out there.




EXPECTATION 9 - FOLLOW-UP LETTER FROM MDEQ

s orassssm Either,

PiL BavasT

[T
MISSISSIFPI DEPARTMENT OF ENVIROMMENTAL QUALTTY
Gary C. Rpaan, BxpcuTres Dvscros

Inspection found no violations

July 18, 2018
Ta Wham |t May Concem:

RE: Underground Storage Tanks [LSTs)
3405 Cayca Road

S e No Further Action (NFA)

Byhalia, Mississippi

The Mississippi Dapartment of Ervironmentsd Quelty (MDEQ) has determined thal if an
minderground storage lank {UST) was emgly of filled wish water prior o 1588 (pre-88 tank),

fihe tank has been permanently closed in accordance with the requirements of that ime.  Cur I el ler
affice does not require sampling to ooowr ar tha tank to be remeyed from the grownd or filied

=ith an inmrt matarial { @, concrese, dribing mud).

There are no USTs registersd with MDEQ at 3405 Cayes Road in Byhalia. If the USTs ware
aut of use priar 1o adeption of the UST Regulasons (Decambar 22, 1988), the USTs ware
mof typically registared with our deparimant.

IPleasa Mole: W conlamination is discovered resulling from the UST, the cument tank
sawnesiproperty owner af the time of discovary s responsibie for any remedial sction. Due o
fthis item, our office recommends &n assessmant (8ol of groundwaler sampling) o be
parfarmed prior 1o the purchase of properies conlaining pre-88 tanks. But again, it is nat
weguired by our office.

Or,
Inspection found violations

If 8 UST has bean ou of service prior lo 1886 and the cwner decides lo permanently dose
A [Enk {i.e. remove fom the ground or close in place with fill matesiall, tha cwner is not
reguired to use a Mssissippl Gertified Contractor 10 parmanantly close the UST. However,
=L to safety rassons pur offics suggests the use of a Mississiopi Cerified Contracior for the
parmanent closure ackdilies.

“We appreciate your axparent concarn far human health and the envirenment. Should you
hawva any questions or comments, please do nol hesitale 1o contact me at (801) 9815117

Sincerely,
I){I.rh.»{-\ IS
Lymin Chambers:

ST Branch

CFFICE OF POLLUTHON CONTROL
Fosr Orwce Bos 1361 = Jaooos, Mssaer 302353361 Tew 010 313171 = P 06317 3596011 + s den e sias
Ap Equal OFPORTURITY EMmoTER



COMPLIANCE CYCLE

DO NOT FILL

Any delivery violates UST-2 §280.36
and may result in a fine of ~
$25,000

Unauthorized tag removal prohibited

Contact the Dept. of Environmental
Quality at 601-961-5171

on (14 days to correct)

prced for any unresolved
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level. Therefore, this site does not pos
No further action is necessary to meet p

We greatly appreciate your cooperation
any questions or comments, please call

Sincerely,






